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SCALE: 1/16" = 1'-0" A-001

CODE COMPLIANCE PLAN

TOTAL

TOTAL:

BAYS

FLOORS

OVERALL GROSS BUILDING AREA (IBC-1002)

PART

BLDG

OCCUPANCY LOAD

USE

OCCUPANCY S.F./PERSON SF

  LOAD

OCCUPANCY 

STORAGE 54

TOTAL:

AREA MODIFICATIONS TO IBC - TABLE 503

WIDTH OF OPEN SPACE (W)

f

t

s

f

% FRONTAGE INCREASE (I ) f

% OF ALLOWABLE TABULAR AREA (A )   (TABLE 503)

% INCREASE FOR FRONTAGE, I (506.2)

% INCREASE FOR SPRINKLERS, I (506.3)

100%

378%

3.8

TOTAL PERCENTAGE FACTOR

NONSEPARATED USE IBC - (302.3.1)

ALLOWABLE AREA

ACTUAL AREA S-1 USE=16,361 SF

M

300

78.2%

BUSINESS 100

OFFICE

4,310

16,361

20,671

=0.05+0.25=0.30<1.00

B-USE=4,310 SF

TOTAL PERIMETER (P)  680.8 FT.

W= 27.19

CONVERSION FACTOR

43

200%

16,361

2 EXITS REQUIRED

CODE SUMMARY

DESCRIPTION
  NO.

SECTION

CHAPTER 3 - USE OR OCCUPANCY

CHAPTER 7 - FIRE RESISTANT MATERIALS & CONSTRUCTION

ENCLOSURES OF EXITS

EXIT ACCESS CORRIDORS

ROOF CONSTRUCTION-INCL. SUPPORTING BEAMS & JOISTS

FLOOR CONSTRUCTION-INCL. SUPPORTING BEAMS & JOISTS

NONBEARING WALLS & PARTITIONS -INTERIOR

NONBEARING WALLS & PARTITIONS -EXTERIOR

EXTERIOR

INTERIOR

BEARING WALLS

FIRE-RESISTANCE RATING REQUIEMENTS FOR BUILDING ELEMENTS (HRS)

T-602

T-602

1  HR

1 HR(S)

0 HR(S)

0 HR(S)

0 HR(S)

0 HR(S)

1 HR(S)

0 HR(S)

T-1014.1

T-601

CHAPTER 6 - TYPES OF CONSTRUCTION

CHAPTER 5 - GENERAL BUILDING LIMITATIONS

503

311.3

B/S-1

302.3.2 REQUIRED SEPARATION OF OCCUPANCIES

3-HR SEPARATION WALL REQ'D (TABLE 302.3.2)

S1-S1 NO SEPARATION REQUIRED (TABLE 302.3.2)

302.1

T-1005.1 EGRESS WIDTH PER OCCUPANT SERVED (INCHES PER OCCUPANT)

CHAPTER 10 - MEANS OF EGRESS

CHAPTER 9 - FIRE PROTECTION SYSTEMS

NOTIFICATION/ALARMS ________________________________100%

DETECTION __________________________________________100%

S-1 LOW- HAZARD STORAGE     ENCLOSED PARKING GARAGE

S-1 CONSTRUCTION TYPE IIB

N.A.

705.4

903.2 SUPPRESSION SYSTEM ________________________________YES

903.2

STAIRWAYS __________________________________________N.A.

T-1015.1

1004.1.2

DOOR & CORRIDOR CAPACITY _______________________0.2

ACCESSIBLE BUILDING  -  DESIGNATED ________________________YES

SPACES WITH ONE MEANS OF EGRESS__________________30 MAX. OCC.

T-1018.1

B/S-1

304 B  BUSINESS GROUP  GARAGE OFFICE

S-1 AREA BUILDING = 16,361 SQ. FT   B AREA BUILDING = 4,310 SQ. FT

S-1 ALLOWABLE AREA BUILDING = 17,500 SQ. FT  S-1 ALLOWABLE BUILDING HT 3 STORIES-55FT.

B ALLOWABLE AREA BUILDING = 23,000 SQ. FT  B ALLOWABLE BUILDING HT 4 STORIES-55FT.

S-1 ACTUAL HT BUILDING PROVIDED 1 STORY 22'-10"

THE COMBINED AREA OF ALL GROUP S-1 FIRE AREA DOES NOT EXCEED 20,000 SQ. FT.

NUMBER OF EXITS FOR OCCUPANT__________________________________2 REQ.D 9 PROVIDED

FIRE WALL FIRE-RESISTANCE RATING______________________________________________3 HR

STRUCTURAL FRAME/COLUMNS, GIRDERS, TRUSSES

MAXIMUM TRAVEL DISTANCE__________________________________250 FT. WITH SPRINKLERS

3 HR FIRE RATING

1 HR FIRE RATING

B

S-1 S-1
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47'-7"

97

4,310

OCCUPANT LOAD - 53 (300 GROSS STORAGE)  43(100 GROSS BUSINESS)

20,671

OF TRAVEL

112'-2"

OF TRAVEL

95'-4"

OF TRAVEL

100'-3"

OF TRAVEL

117'-8"

OF TRAVEL

101'-3"

FIRE RATING

I =100[F/P-0.25]W/30 = 100[611.6/680.8-0.25]27.19/30' = 78.2

FIRE RATING KEY PLAN

TOTAL OPEN FRONTAGE (F)   611.6 FT.

S-1 USE=17,500x3.8=86,990 SF B-USE=23,000x3.8=66,188 SF
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EXIT

2

A-401

TD

SD

TM

LAV

S
N

V

SUGB

GB GB

D
T

T
D

SWR

GB GB

DTTD

WDB

WDBWDB

SD SD

TD

TM M M

LAVLAVLAV

GBGB

DTTD

SWR

D
T

T
D

GB

SUGB

GB

WC

D
T

T
D

UR
UR

TD

MSMS

MH

WF

A-401

2

SIM

GB

GBGB

GB

WC

HC

WC

HC

WC

HC

WC

HC

SD - SOAP DISPENSER

SC - SHOWER CURTAIN

RH - ROBE HOOK

MS - MOP SINK

MH - MOP HOLDER

M - MIRROR

LKR - LOCKER

LAV - LAVORATORY

H - HOOK

HC - HANDICAP

GB - GRAB BAR

DISPENSER

DTTD - DOUBLE TOILET TISSUE 

GFI

GFI

FIRE

SEE ELEC. DWGS

LIGHT FIXTURES

TERRAZZO BASE
TERRAZZO BASE

PAINTED C.M.U.

BEYOND

AREA

SHOWER

TERRAZZO BASE

PAINTED C.M.U.

TERRAZZO BASE

BEYOND

AREA

SHOWER

PAINTED C.M.U.

TERRAZZO BASE

TERRAZZO BASE

PAINTED C.M.U.

TERRAZZO BASE
TERRAZZO BASE

PAINTED C.M.U.

TERRAZZO BASE

PAINTED C.M.U.

TERRAZZO BASE

PAINTED C.M.U.

PAINTED C.M.U.

TERRAZZO BASE

WITH STROBE.

FIRE ALARM HORN

WITH STROBE.

FIRE ALARM HORN

PULL STATION

FIRE ALARM 

42" A.F.F.

PULL CORD

CALL TO AID

SEE ELEC. DWGS

LIGHT FIXTURE

TERRAZZO BASE

5

SCALE: 1/4" = 1'-0" A-400

INTERIOR ELEVATION AT BREAK AREA

TERRAZZO BASE

TACKBOARD

GFI

PAINTED C.M.U.

EXIT

GFIGFI

GFI

GFI

GFI GFI

ADA

WDB

ADA

WDB
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DETAILS

1

SCALE: 1/2" = 1'-0" A-401

KITCHEN CABINETRY, ELEVATION & SECTIONS

 

 

 

B36B36

W3630

W3624

NO FRONT

SB36

3
'-
0
"

3
'-
0
"

1
•

"

2‚"

ƒ"20"ƒ"

25" 25"

9
"
 

M
I
N
.

BOARD SOFFIT

GYPSUM WALL 

AA

A-401

BB

A-401
AA BB

2

SCALE: 1/2" = 1'-0" A-401

3

SCALE: 1/2" = 1'-0" A-401

3

A-401

PREFABRICATED SHOWER UNIT

1
8
"3
3
"
-
3
5
"

3
8
"
-
4
8
"

3'-0"

ENLARGED SHOWER/TILE DETAIL

AS REQ'D.

BLOCKING

@ 16" O.C.

3†" METAL STUDS

OVERLAY

ƒ" REVEAL

CABINET BASE

ADA POSITION

29" MIN. A.F.F. WHEN SINK IN 

COUNTERTOP

4" BACKSPLASH

VINYL BASE

SHELVES TYP.

ADJUSTABLE

SHELVES TYP.

ADJUSTABLE

OVERLAY

FLUSH

OVERLAY

FLUSH

SINK IN ADA POSITION

8" X 27" MIN. CLEARANCE WHEN

SEE FLOOR PLAN

WALL TYPE

FINISHED SLAB

SEE PLUMB. DWGS

FLOOR DRAIN

BY MANF. INSTRUCTIONS

MORTAR LEVELING PAD

INSTRUCTIONS

ACCESSORIES BY MANUF.

INSTALLATION OF SHOWER

CONTROL AREA

PREFAB SHOWER UNIT

SEE FLOOR PLAN

WALL TYPE

SEE FLOOR PLAN

WALL TYPE

SEE FLOOR PLAN

WALL TYPE

PREFAB SHOWER UNIT

CERAMIC TILE

3†" METAL STUDS @ 16" O.C.

SHOWER ROD

BE SELECTED BY DESIGNER.

TILE IN SHOWER AREA. COLOR TO

CONTRACTOR SHALL CENTER

START POINT

(SEE MANF. INSTRUCTIONS)

LEVEL WITH THE TOP OF THE THRESHOLD

PER MANUF.MATCH THE FINISHED FLOOR

SIZE FOR SHOWER UNIT INSTALLATION

1‚" BLOCKOUT IN CONC. SLAB

PREFABRICATED SHOWER UNIT

AROUND PERIMETER OF

PROVIDE SILICONE SEALANT

PREFABRICATED SHOWER UNIT

BULL NOSE TILE TO COVER SCREW ON 

SEE REFLECTED CEILING PLAN

FINISHED CEILING

CEILING PLAN

SEE REFLECTED

FINISHED CEILING

4" BACKSPLASH1
'-
8
"

MISCELLANEOUS

TO 3†" METAL STUDS @ 16" O.C.

ONE LAYER •" CEMENT BOARD MOUNTED

CERAMIC TILES SHALL BE ADHERED TO

B36

SEE MECH. DWGS

EXHAUST HOOD
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B24 B24
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SCALE: 1/4" = 1'-0" A-501
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A-501
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SLM 103-247OCCUM

KEY PLAN

109

MECHANICAL

108

ROOM

CONF.

110

AREA

BREAK 

111

LOCKERS

112

MENS

113

WOMENS

107

HALL

ELEC

106

104

DATA

103

CREW LEADER

102

CLERKS

101

SUPERVISOR

100

ENTRY105

JAN

REFLECTED CEILING PLAN

OFFICE CORE

REFLECTED CEILING PLAN

2 X 2 LIGHT FIXTURE

2 X 4 LIGHT FIXTURE

1 X 2 LIGHT FIXTURE

RETURN AIR GRILLE

SUPPLY AIR GRILLE

1 X 4 LIGHT FIXTURE

110A
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DOOR
SCHEDULE

D
O

O
R
 

N
O
.

SWING

R
H

WIDTH HEIGHT DMATL. TYPE FMATL. HEAD DETAIL JAMB DETAIL LABEL HARDWARE

3
6
"

D
O

U
B

L
E

6
'-
8
"

7
'-
0
"

1
-
3
/
4
"

I
N

S
M

T
L

S
O

L
I
D

L
O

U
V

E
R

S
T

E
E

L

B
U

T
T

H
N

G

L
A

T
C

H
S

T

L
O

C
K

S
E

T

C
L

O
S

E
R

K
I
C

K
P

L
T

W
S

T
R
I
P

T
H

R
S

H
L

D

H
R

D
W

R
 

S
E

T

D
O

O
R

F
R

A
M

E

PAINT

H
O

L
M

T
L
.

D
O

O
R

S
T

O
P

H
 

G
L

A
S

S

N
 

L
I
G

H
T

S
I
N

G
L
E

DOOR SCHEDULE

D
O

O
R
 

N
O
.

DOOR

D
E

V
I
C

E

P
A

N
I
C
 

E
X
.

D
E

V
I
C

E

F
I
R

E
 

E
X
I
T

T
R

A
M

S
O

M

H
 

G
L

A
S

S
 

W
/

T
R

A
N

S
O

M

N
 

L
I
G

H
T
 

W
/

1

THK.

T
R

A
N

S
O

M

100A

101

101A

102

102A

103

104

REMARKS

L
H

R
H

R

L
H

R

1
6
'-
0
"

1
8
'-
0
"

100

4
"

5"
4"

4
"

5"2'-0"

8
"

SOLID - IN MASONRY

PANEL

HOLLOW - IN METAL
WALL SYSTEM (N LIGHT)

IN MASONRY/METAL

NARROW LIGHT - 
(H GLASS)

HALF GLASS

(H GLASS)

HALF GLASS W/TRANSOM

(TYP.)

(
T

Y
P
.)

(
T

Y
P
.)

D
O

O
R
 

S
C

H
E

D
U

L
E

V
A

R
I
E
S
 

S
E

E
 

110

109

108

107A

107

106

105

B04

B03

B02

116C

116B

116A

116

114

113

112

111

110A

B06

B05

B07

B08

B10

B09

B12

B11

B13

B14

H
D
-
1

H
D
-
2

H
D
-
3

O
H

D
J
-
3

7

3

3

3

SLIDING WOOD DOORS FACTORY FINISH

3

3

3

2

1

3

4

3

3

5

5

6

10

100

100A

101

101A

102

102A

103

104

105

106

107

107A

108

109

110

110A

111

112

113

114

B02

B03

B04

B05

B06

B07

B08

B09

B10

B11

B12

B13

B14

1
'-
1
1
‡

"

6
"

1
6
'-
0
"

14'-0"

SLIDING WOOD DOORS

OVERHEAD DOOR

ELECTRIC STRIKE

A
 
 
 
3
 

H
R

B
 
 
 
1
•

H
R

C
 
 
 
ƒ

H
R

B01

B01A

B01

1

B09A 1

B15

B01A

B09A

B15

116D

STEEL FRAME

AS SCHEDULED

KICK PLATE 

J
-
1
 

E
X

T

J
-
2
 
I
N

T

116

116A

116B

116C

116D

103A 103A

3

3

111A 111A8

9

1

1

B15A B15A1

3 HR RATED DOOR

108A 108A8

101B 101BSLIDING WOOD DOORS FACTORY FINISH

110B 110B3

3 HR RATED DOOR/FIRE RATED GLAZING

18'-0"

20'-0"

3 HR RATED DOOR/FIRE RATED GLAZING
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WINDOW SCHEDULE
FINISH SCHEDULE

R
O

O
M
 

N
O
.

DESCRIPTION FLOORING BASE NORTH WALL SOUTH WALL EAST WALL WEST WALL CEILING REMARKS

100

101

102

103

104

105

106

107

108

109

110

111

114

113

112

FINISH SCHEDULE

T
E

R
R

A
Z

Z
O

C
E

R
A

M
I
C

R
U

B
B

E
R

S
E

A
L
E

R

W
A

T
R
 

R
E
P

E
L

U
N

F
I
N
I
S

H
E

D

T
E

R
R

A
Z

Z
O

C
E

R
A

M
I
C

R
U

B
B

E
R

P
A
I
N

T

C
E

R
A

M
I
C

M
E

T
A

L
P

A
N

E
L

S
E

A
L
E

R

W
A

T
R
 

R
E
P

E
L

G
L

A
Z

E
D
 

B
L

K

U
N

F
I
N
I
S

H
E

D

P
A
I
N

T

C
E

R
A

M
I
C

M
E

T
A

L
P

A
N

E
L

S
E

A
L
E
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W
A

T
R
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E
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E
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G
L

A
Z

E
D
 

B
L

K

U
N

F
I
N
I
S

H
E

D
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A
I
N

T

C
E

R
A

M
I
C

M
E

T
A

L
P

A
N

E
L

S
E

A
L
E

R

W
A

T
R
 

R
E
P

E
L

G
L

A
Z

E
D
 

B
L

K

U
N

F
I
N
I
S

H
E

D

P
A
I
N

T

C
E

R
A

M
I
C

M
E

T
A

L
P

A
N

E
L

S
E

A
L
E

R

W
A

T
R
 

R
E
P

E
L

G
L

A
Z

E
D
 

B
L

K

U
N

F
I
N
I
S

H
E

D

A
C

O
U

S
T
I
C

A
L

P
A
I
N

T
E

D

W
.R
.A

C
O

U
S

T
.

U
N

F
I
N
I
S

H
E

D

9
'-
0
"

HEIGHT

ENTRY

HALL

MECHANICAL

LOCKERS

MENS

WOMENS

115

116

BAY 01-15

WASH BAY

WINDOW SCHEDULE

TYPE WIDTH HEIGHT SILL HT. MTRL OPER FNSH REMARKSHEAD JAMB SILL

W
I
N

D
O

W
 

N
O
.

C
A

S
E

M
N

T

3
2
"

4
8
"

7
2
"

1
2
"

4
8
"

6
0
"

3
'-
4
"

3
'-
1
0
"

1
2
'-
0
"

A
L

U
M
.

M
E

T
A

L

W
H

D
-
1

W
J
-
1

W
S
-
1

M
A

N
U

A
L

R
O

T
A

R
Y

P
A
I
N

T
E

D

F
A

C
T

O
R

Y

101

102

103

104

105

L1

L2

 

105101

L1

100

FINISH: ANODIZED DARK BRONZE

ALUMINUM LOUVER W/ INSECT SCREEN

WALL LOUVER

4
8
"

THROUGH

CASEMENT WINDOW UNIT

TILE IN SHOWER AREA, TILE BASE COVE

TILE IN SHOWER AREA, TILE BASE COVE

F
U

L
L
 

H
E
I
G

H
T

L2

AND ELECTRICAL WORK. 

"INTERIOR PAINTING" FOR PAINTING MECHANICAL

CONTRACTOR SHALL REFERENCE CSI SECTION, 099123 

GENERAL NOTE:

1
 1
/
2
 "

1 1/2 "

48"

CLERKS

CREW LEADER

SUPERVISOR

DATA

JAN

ELEC.

CONF. ROOM

BREAK AREA

SPRINKLER ROOM

TOOL CRIB

 

STEEL

FIXED WINDOW UNIT

2'-8"

4
'-
0
"

F
I
X

E
D

100 HD-4, FIRE RATED GLAZING

110A COT ROOM
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PAINT CLOSET

PAINT STRUCT. STEEL, JOISTS, GIRTS AND SUBGIRTS NOT METAL DECK

PAINT STRUCT. STEEL, JOISTS, GIRTS AND SUBGIRTS NOT METAL DECK

PAINT STRUCT. STEEL, JOISTS, GIRTS AND SUBGIRTS NOT METAL DECK
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BRACING NOT METAL DECK. PAINT CMU BLOCK ABOVE GLAZED BLOCK

PAINT STRUCT. STEEL, JOISTS, GIRTS AND SUBGIRTS CROSS 

05.24



 OCCUM
MAINTENANCE

FACILITY
A-702

MJS

SLM 103-247OCCUM

A-702

1

SCALE: N.T.S.

HEAD, JAMB AND SILL DETAIL

11"

3
"

4
"

2" OR 4"

4
"

4
"

1
6
"

WJ-1

HD - 3

OHDJ - 3

WS-1

J - 2

HD - 2

WHD-1

J - 1

HD - 1

TO. FIT M.O.

HD - 5

1
1
"

STEEL CHANNEL

PRECAST SILL

WINDOW FRAME

RIDGED INSULATION

CMU WALL

DOOR HEAD

SEALANT TYP.

FLASHING

PANEL

INSULATED METAL

DRIP EDGE

CMU WALL

PRECAST SILL

WINDOW FRAME

CMU WALL

DOOR FRAME

SEALANT

CMU WALL

FILLED WITH MORTAR

DOOR HEAD 

DOOR

SEE STRUCT. DWGS

STEEL COLUMNS

DOOR

WINDOW FRAME

TWO PIECE JAMB STARTER

STEEL ANGLES

FABRIC FLASHING

DOOR

THRESHOLD

FULL WIDTH JAMB

RIGID INSULATION

CMU WALL

DOOR

DOOR HEAD

INSULATED GLASS

TRANSOM FRAME

FABRIC FLASHING

SIDES TYP.

SEALANT BOTH

JAMB STARTER

TWO PIECE

(3 PER JAMB)

JAMB ANCHOR

SIDES

SEALANT BOTH

SILL STARTER

TWO PIECE

SIDES TYP.

SEALANT BOTH

(3 PER JAMB)

JAMB ANCHOR

STEEL LINTEL

STEEL ANGLE

FABRIC FLASHING

STEEL ANGLE

DOOR

DOOR HEAD

DETAILS
HEAD, JAMB AND SILL

RETURNED INTO WINDOW

SPLIT/SMOOTH FACE BLOCK,

RETURNED INTO WINDOW

SPLIT FACE BLOCK

RETURNED INTO FRAME

SPLIT/SMOOTH FACE BLOCK,

SILL AND JAMB ARE SIMILAR

NOTE:

HD - 4

WINDOW SYSTEM

BOTH SIDES, ENTIRE PERIMETER

BACKER ROD & SEALANT

STEEL ANGLE
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SCALE: 3/4" = 1'-0" A-800

ENLARGED PLAN DETAIL
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ENLARGED PLAN
DETAILS

2

A-800

3

SCALE: 3/4" = 1'-0" A-800

ENLARGED PLAN DETAIL4

A-800

MASONRY CONTROL JOINT

ENLARGED PLAN DETAIL @

SCALE: 1 1/2" = 1'-0"

CL

CL

4" C.M.U. VENEER

AIR SPACE

INSULATION

3" RIGID

EACH 16" C.M.U COURSE.

REINFORCING TIES AT

HORIZONTAL MASONRY

SHEAR KEY

PREFORMED

COMPRESSIBLE FILLER

BACKER ROD & SEALANT

CONC. PIER

DWGS

PLATE SEE STRUCT.

STEEL COLUMN/BASE

COMPRESSIBLE FILLER

GLAZED BLOCK

BLOCK

GLAZED 

5

SCALE: 3/4" = 1'-0" A-800

ENLARGED PLAN DETAIL6

SCALE: 3/4" = 1'-0" A-800

ENLARGED PLAN DETAIL7

SCALE: 3/4" = 1'-0" A-800

ENLARGED PLAN DETAIL

1

B.4 A.3

84'-10‚"

T.O.W.

69'-6‚"

T.O.K.W.

AND SEALANT

BACKER ROD 

CONTROL JOINT

TIES @ 16" O.C.

REINFORCING

MASONRY

INSULATION

3" RIGID MIRROR

OPP.

SEE STRUCT. DWGS

STEEL COLUMN/PIER

AIR SPACE

C

9

C

10 1110.5

1.31

11.8 12

A C

GLAZED BLOCK

VENEER

4" C.M.U. 

4" C.M.U. VENEER

3" RIGID INSULATION

TIES @ 16" O.C.

REINFORCING

MASONRY

AIR SPACE

SEE STRUCT. DWGS

STEEL COLUMN

OVERHEAD GARAGE DOORS

SEE FLOOR PLAN

WALL TYPE

5'-0"

TURNING RADIUS

M.O.

1'-8‡" 3'-4" 2'-10"

30" X 48" CLEAR SPACE

FOR LOCATION

SEE CIVIL DWGS

BOLLARD

TIES @ 16" O.C.

REINFORCING

MASONRY

4" C.M.U. VENEER

AIR SPACE

3" RIGID INSULATION

SEE STRUCT. DWGS

STEEL COLUMN/

CONC. PIER.

GARAGE DOORS

OVERHEAD

AND SEALANT

BACKER ROD

INTO STEEL COLUMN

RETURN SPL BLOCK

4" C.M.U. VENEER

3" RIGID INSULATION

TIES @ 16" O.C.

REINFORCING

MASONRY

AIR SPACE

CONC. PIER.

SEE STRUCT. DWGS

STEEL COLUMN/

8

A-800

ROOF LADDER DETAIL

SCALE: N.T.S.

3 HR FIRE SEPARATION WALL

P.T. BLOCKING FASTEN TO WALL

INSULATED METAL PANEL

COMPRESSIBLE SEALING WASHER

1/4"-14 X 6" SS SCREW WITH

MANUF.

OF PANEL JOINTS AS RECOMMENDED BY PANEL

NOTE: DON'T POSITION SS SCREWS WITHIN 1 1/2" 

PRIOR TO INSERTION OF PIPE SLEEVE

OF BUTYL TO HOLE IN PANEL 

APPLY GENEROUS DOLLOP 
AND SEALANT

BACKER ROD

INTO STEEL COLUMN

RETURN SPL BLOCK

A
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4
'-
0
"
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EXPANSION JOINT AT METAL PANEL

2"

AND STEEL CHANNEL

FASTENER THRU PANEL

EXTRUDED END COVER

SEALANT

MASONRY WALL BELOW

METAL FLASHING/

METAL PANEL

INSULATED 
FLASHING

EXPANSION 
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A-801
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A-801

MJS

SLM 103-247OCCUM

DETAILS
ENLARGED SECTION

ENLARGED SECTION DETAIL

2

A-801

ENLARGED SECTION DETAIL

3

A-801

ENLARGED SECTION DETAIL

4

A-801

ENLARGED SECTION DETAIL

5

A-801

ENLARGED SECTION DETAIL

6

A-801

ENLARGED SECTION DETAIL

7

A-801

ENLARGED SECTION DETAIL

8

A-801

ENLARGED SECTION DETAIL

9

A-801

ENLARGED SECTION DETAIL

10

A-801

ENLARGED SECTION DETAIL

11

A-801

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"

2'-0"

2
'-
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"

2'-0"
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2'-0"

2
'-
0
"

SEE CIVIL DWGS

FINISH GRADE 

FABRIC FLASHING

1•" AIR SPACE

16" C.M.U. COURSE

REINFORCING AT EACH

HORIZONTAL JOINT

WEEP VENT

OVER DAMPPROOFING

PROTECTION BORAD

TERMINATION BAR

MATCAVITY DRAINAGE 

TO FOUNDATION

SEAL DRIP EDGE 

INSULATION3" RIGID 

FILLER

COMPRESSIBLE

SEE FINISH SCHEDULE

SCHEDULED FINISH

WEEP VENT

ZEE FLASHING

AIR INFILTRATION

FLASHING TO PREVENT 

BUTYTL CAULK UNDER

AND FLASHING

BETWEEN METAL PANEL

SILL SEALER SANDWICHED

SEE STRUCT. DWGS

TO STEEL PLATE

STEEL PLATE BOLTED

BOND BEAM

ENCLOSURE

WALL AND COLUMN 

GLAZED BLOCK

ENCLOSURE

WALL AND COLUMN 

GLAZED BLOCK

SEE STRUCT. DWG

METAL DECK

SAG ROD

METAL PANEL

3" INSULATED 

SYSTEM BELOW

EXTENDER CLEAT

WITH FASCIA

METAL FASCIA

1
2
"
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Y
P
."

2
1

8
 

ROOF

PVC MEMBRANE

HOT AIR WELDED

FLASHING STRIP

INSULATION

TAPERED

RIGID BOARD

SEE STRUCT. DWGS

STEEL BEAM

12

CL

CL

ZEE FLASHING

AIR INFILTRATION

FLASHING TO PREVENT 

BUTYTL CAULK UNDER

WEEP VENT

SEE STRUCT. DWGS

TO STEEL PLATE

STEEL PLATE BOLTED

BOND BEAM

AND FLASHING

BETWEEN METAL PANEL

SILL SEALER SANDWICHED

16" O.C. C.M.U. COURSE 

REINFORCING AT EACH

HORIZONTAL MASONRY

OVER DAMPPROOFING

PROTECTION BOARD

SEE FINISH SCHEDULE

SCHEDULED FINISH

2
'-
0
"

2'-0"

INSULATION

RIGID 

SEE STRUCT. DWGS

CONC. SLAB

6" REINFORCED

SEE STRUCT. DWGS

TUBE STEEL COLUMN BEYOND

OVERHEAD DOOR SOFFIT TYP.

SEALANT

SEALANT

POP RIVET AND

STEEL TRIM AND PANEL

BUTYL SEALANT BETWEEN TRIM,

SEALANT

POP RIVET AND

HOLES AS REQUIRED

FIELD CUT RELIEF

SEALANT

SEE STRUCT. DWGS

TUBE STEEL COLUMN BEYOND

A-801

12

SCALE: 1"=1'-0"

SECTION DETAIL

WALL BEYOND

1 HR FIRE RATED

SECTION

SEE WALL

T.O.M

TO WALL BELOW

WALL TYPE SIM. 

PLAN

SEE ROOF FRAMING

STEEL LINTEL

B.O.LINTEL

12'-8" A.F.F.

SEE FLOOR PLAN

WALL TYPE

PLUMBING CHASE

SEE FINISH SCHEDULE

SCHEDULED FINISH/BASE

SEE STRUCT. DWGS

SLAB/HAUNCH

6" REINFORCED CONC.

VAPOR BARRIER

ROOF

PVC MEMBRANE

INSULATION

TAPERED

RIGID BOARD

BOND BEAM

SEE STRUCT. DWGS

OPEN WEB JOIST

1
2
"
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2
1
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INSULATION

TAPERED

INSULATION

3" RIGID

RIGID BOARD

ROOF

PVC MEMBRANE 

HOT AIR WELDED

FLASHING STRIP

SYSTEM BELOW

EXTENDER CLEAT

WITH FASCIA

METAL FASCIA

16" C.M.U. COURSE

REINFORCING AT EACH

HORIZONTAL JOINT

WEEP VENT

FILLER

COMPRESSIBLE

SEE STRUCT. DWGS

FOOTING

SEE FINISH SCHEDULE

SCHEDULED FINISH

16" O.C. C.M.U. COURSE 

REINFORCING AT EACH

HORIZONTAL MASONRY

1

1
'-
0
"

T
Y
P
.

RIGID BOARD

INSULATION

TAPERED

SEE STRUCT. DWG

METAL DECK

ROOFPVC MEMBRANE 

SEPARATION WALL

3 HR. FIRE

SEE STRUCT. DWG

STEEL BEAM

SAG ROD

SEE STRUCT. DWG

BEYOND

STEEL COLUMN

METAL PANEL

3" INSULATED

SEE STRUCT. DWGS

STEEL COLUMN

BOND BEAM

SYSTEM BELOW

EXTENDER CLEAT

WITH FASCIA

METAL FASCIA

CLIP

HOT AIR WELDED

FLASHING STRIP

METAL FLASHING

C.M.U.

FASTENED TO

FABRICATOR

BY METAL PANEL

BASE EXTRUSION

EXPANSION JOINT

CURB TO WALL

1

BLOCKING

2X P.T. WOOD 

BLOCKING

2X P.T. WOOD 

SEE STRUCT. DWGS

METAL DECK

SEE STRUCT. DWGS
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 OCCUM
MAINTENANCE

FACILITY
A-802

MJS

SLM 103-247OCCUM

DETAILS
ROOF

  

ROOF

PVC MEMBRANE

A-802

1

SCALE: N.T.S.

"A" ALONG FLUTES "B" PERPENDICULAR TO FLUTES

ROOF DRAIN DETAIL

A-802

2

SCALE: N.T.S.

DUCT PENETRATION

A-802

3

SCALE: N.T.S.

VENT DETAIL

A-802

4

SCALE: N.T.S.

CHIMNEY DETAIL

A-802

5

SCALE: N.T.S.

ROOF CURB DETAIL

A-802

6

SCALE: N.T.S.

OVER FIELD SEAM AND FASTENER ROW.  

WALKWAY PADS MUST NOT BE INSTALLED

NOTE:

36"

1
2
"

(TYP.)

A-802

7WALKPAD DETAIL

SCALE: 1"=1'-0"A-802

8

SCALE: N.T.S.

FIRESTOP @ TOP OF MASONRY WALL

4
"

M
I
N
.

BLOCKING DETAIL

OUTDOOR CONDENSER UNIT

A-802

9

SCALE: N.T.S.

LIGHTING ROD DETAIL

RIGID BOARD

RIGID BOARD

RIGID BOARD

" RIGID BOARD

BOARDRIGID 

RIGID BOARD

RIGID BOARD

ROOF

PVC MEMBRANE

AND BASE

LIGHTING ROD
METAL DECK

FIRESTOPPING SEALANT

METAL DECK

FIRESTOPPING SEALANT

WALL TYPE WALL TYPE

INSULATION

TAPERED ROOF

ROOF INSULATION 

1•" / 18" TAPERED

STRAINER

COMPRESSION RING

DRAIN BOWL

SEALANT

DRAIN PIPE

METAL DECK

ROOF

PVC MEMBRANE

HOT AIR WELD

METAL DECK

TAPERED INSULATION

STEEL ANGLE

PREFAB FAN CURB

FAN FLANGE

METAL DECK

TAPERED INSULATION

METAL COLLAR

CONT. SEALANT

CLAMPING RING

CHIMNEY SLEEVE

METAL DECK

TAPERED INSULATION
METAL DECK

CONT. SEALANT

METAL COLLAR

GOOSENECK DUCT WORK

TAPERED INSULATION

INSULATION

MATCH HEIGHT OF TAPERED

TREATED WOOD NAILER TO 

PVC MEMBRANE ROOF
PVC MEMBRANE ROOF

1•" MIN.

TO MEMBRANE

FULLY WELDED

PVC PATCH

INTO BOWL

EXTEND MEMBRANE

MEMBRANE

FLASHINGHOT AIR WELDED

FLASHING STRIP

ALL JOINTS

LCC FLASHING, SOLDER 

TO GOOSENECK

CLAMPING BAND RIVITED

HOT AIR WELEDED

FLASHING STRIP

ROOF

PVC MEMBRANE

SOLDER ALL JOINTS

LCC FLASHING,

HOT AIR WELEDED

FLASHING STRIP

HOT AIR WELDED

FLASHING STRIP

INSULATION

MATCH HEIGHT OF TAPERED 

TREATED WOOD NAILER TO 

INSULATION

MATCH HEIGHT OF TAPERED

TREATED WOOD NAILER TO 

MIN. 2" DOWN INTO VENT

FLASHING ROLLED

LEAD COATED COPPER

METAL DECK

TAPERED INSULATION

PVC SEALANT

MEMBRANE TYP.

EDGES OF WALKWAY

1•" CONT. WELD AROUND

ROOF

PVC MEMBRANE

PVC MEMBRANE

TO BE ADHEERED TO

PVC WALKWAY PAD

SEE PLUMBING DWGS

VENT PIPE 

METAL DECK

TAPERED INSULATION

ROOF

PVC MEMBRANE

UNIT

OUTDOOR 

MANUF. RECOMMENDATION

BLOCKING PER

MANUF. RECOMMENDATION

ANCHOR OUTDOOR UNIT PER

ON ALL SIDES OF BLOCKING.

HOT AIR WELDED

FLASHING STRIP

RATED

UL MATERIAL #R8418 TYP.

COMPRESSIBLE FILLER

RATED

UL MATERIAL #R8418 TYP.

COMPRESSIBLE FILLER

4" 4" 4"

FOR LATERAL SUPPORT OF CMU WALLS.

NOTE: REFER TO STRUCTURAL DRAWING DETAILS

DESIGNER/DRAFTER:

CHECKED BY:

PROJECT  TITLE: TOWN:

DRAWING TITLE:

PROJECT NO.

DRAWING NO.

SHEET NO.

Filename:SHEET NO.REVISION DESCRIPTIONDATEREV.

DEPARTMENT OF TRANSPORTATION

STATE OF CONNECTICUT

OF WORK WHICH WILL BE REQUIRED.

THE CONDITIONS OF ACTUAL QUANTITIES 

IN NO WAY WARRANTED TO INDICATE 

INVESTIGATIONS BY THE STATE AND IS

SHEETS IS BASED ON LIMITED 

QUANTITIES OF WORK, SHOWN ON THESE 

THE INFORMATION, INCLUDING ESTIMATED 

SCALE AS NOTED

5/22/2015

BLOCK:  

SIGNATURE/

APPROVED BY:  

OFFICE OF ENGINEERING

  

...\FD_MSH_ARC_103_0247_A802.dgnPlotted Date:

C
ONNECTICU

T

D
E

P
A

R
T

M
E

N
T

O F TRAN
S

P
O

R
T

A
T
I

O
N

05.28



1

SCALE: 3/4" = 1'-0" A-803

ENLARGED PLAN DETAIL
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ENLARGED PLAN
DETAILS

5
'-
2
"

TIES @ 16" O.C.

REINFORCING

MASONRY

AIR SPACE

4" C.M.U. VENEER

INSULATION

3" RIGID 

SEE FLOOR PLAN

WALL TYPE 

TIES @ 16" O.C.

REINFORCING

MASONRY

AIR SPACE

4" C.M.U. VENEER

INSULATION

3" RIGID 
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A-803SCALE: N.T.S.

PANEL

INSULATED METAL
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E
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INTAKE

DIESEL FIRE PUMP

OPENING WITH 

V.I.F. MASONRY

MASON SHALL 

MANUFACTURER

DIESEL FIRE PUMP

REQUIRED PER

LOUVER SIZE AS

EXHAUST

DIESEL FIRE PUMP

OPENING WITH 

V.I.F. ROUGH

PANEL INSTALLER, 

INSULATED METAL

MANUFACTURER

DIESEL FIRE PUMP

REQUIRED PER

LOUVER SIZE AS

AT FIRE PUMP

INTAKE/EXHAUST LOUVER 
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SCALE: 1/8" = 1'-0" A-804
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3

A-804

END WALL SECTION

SCALE: 1 1/2" = 1'-0"

CONC. WALL

TOP OF

7
'-
0
•

"

REMOVE EXISTING TRIM

x

x x

x

x x

x

xx

x
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'-
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"

BLOCKING

FRAME FLUSH W/

INSTALL LOUVER

& LOUVER

FASTEN TO BLOCKING

2"X6" P.T. BLOCKING

LOUVER HEAD

LOUVER SILL

STAINED

TRIM BOARD,

1"X4"

LOUVER (TYP.)

SEALANT AROUND

FLASHING

METAL

SET @ 45 ANGLE

EQUAL SPACING VERTICLLY 

FIXED WOOD LOUVERS

SIDES (TYP.)

BIRD SCREEN BOTH

AND SILL

W/ BEVELED HEAD

SILL LOUVER FRAME

2"X8" HEAD, JAMB &

DRIP NOTCH

 

BUILDING PAPER

WOOD SHINGLES ON

AT FIRST COURSE

WOOD SHINGLES

PARTIAL EXTRA

METAL FLASHING

SHEATHING

ALIGN WITH EXISTING

PLYWOOD SHEATHING TO 

CONT.

SEALANT

CONT.

SEALANT

EQ. EQ.
TO MATCH EXISTING

TO EXISTING, STAIN SHAKES 

MATCH CEDAR SHAKE COURSING 

SALT SHED ELEVATION
AND SECTION

REAR ELEVATION

MIX STORAGE AREA

1

A-804

2

SCALE: 1/8" = 1'-0" A-804

FLOOR PLAN

19'-8"

FOR DOWELING SPACING

WALL, SEE STRUCT. DWGS

CONC. FOUNDATION 

SEE STRUCT. DWGS

WALL BEYOND 

CONC. FOUNDATION 

TIMBER PROFILE

V.I.F., MATCH EXISTING 

PRESSURE TREATED TIMBER

ADJACENT PLYWOOD 

V.I.F. ANGLE WITH 

ƒ" P.T. PLYWOOD,

P.T. BLOCKING

(2) 2"X8"

@ 16" O.C.

2"X8" STUDS

TREATED SILL PLATE

2"X8" PRESSURE

3

A-804

3

A-804
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DIVIDER WALL

REMOVE EXISTING

WORKS ON THE SALT SHED.

S-023, S-024 AND S-025 FOR REPAIR
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d. Label = subset number and name. 


 Example of highways subset would 
be 03-Highways. 


 The label for a subset shall be the 


same for both FDP and DCD 
submittals. 


 Addendum submittals shall match 
FDP submittals with the addition of 
“_A#”. 


 Change Order Submittals shall 
match FDP submittals with the 


addition of “_C#”.   


 
e. Description field is filled in with a 


description of the subset. 


 


f. The applicable bridge no.(s) or signal 


intersection(s) were selected that is/are 
associated with this subset.   


 4. Type name and telephone number below.  


 
5. Forward link to the Engineer of Record for Digital 


Signature. 


 


 
6. Apply the QA/QC stamp after the discipline 


subset has been digitally signed. 
Section 3.1 


I have performed and checked that all the tasks above were performed correctly. 


 


Submitted By (Type in Name)   Phone Number (Type in Phone Number) 


*


* Discipline subset includes the General subset and all other discipline subsets.  The 02Revisions does not
need a checklist attached.  The standard subsets already have a checklist attached to the index sheets.



http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=55

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=40

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=41

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=44

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=61

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=56
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